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FIRE ALARM CONTROL PANEL NOTIFICATION FIRE SAFETY CONTROL
A FIRE ALARM SYSTEM IS TO BE INSTALLED IN ACCORDANCE WITH APPLICABLE PROVISIONS OF
NFPA, OFC, OSSC, ADA, AND ANSI STANDARDS. ~
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ALARM SIGNAL
1 SPRINKLER WATERFLOW SWITCH (2) © o © o o © o o
2 MANUAL PULL STATION (2) ®© o ®© o o o o
3 SMOKE DETECTORS — EGRESS © o © o o o o
4 SMOKE DETECTORS — RESIDENT ROOMS © o o o
SUPERVISORY SIGNAL
4 SPRINKLER TAMPER SWITCH(S) ®© o o
5 DUCT SMOKE DETECTOR — AHU © o o o
TROUBLE SIGNAL
7 FIRE ALARM SYSTEM AC POWER FAIL o o o
8 FIRE ALARM SYSTEM LOW BATTERY © o o
9 POWER SUPPLY PANEL LOW BATTERY © o o
10 OPEN CIRCUIT o o o
11 GROUND FAULT © o ©
12 NOTIFICATION APPLIANCE CIRCUIT SHORT © o o
NOTES:
VOICE FACP 1. IF SEQUENCE INDICATED HERE CONFLICTS WITH THE SPECIFICATION, THIS CONTROL SEQUENCE SUPERCEDES SPECIFICATION SEQUENCE.
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2. FINALIZE OPERATIONS IN ACCORDANCE WITH NFPA 72, CONTRACT DOCUMENT AND VA FP DM.

3. THIS SEQUENCE OF OPERATIONS IS CONSIDERED TO BE MINIMUM. ADD INPUT/OUTPUT WITH APPROVED COORDINATION WITH THE AUTHORITY HAVING JURISDICTION.

4. PROVIDE CONTACTS (4) TO ASSURE HVAC SHUTDOWN IN AUTOMATIC OR MANUAL / BYPASSMODE. REFER TO MECHANICAL SHEET MH-503.

FIRE ALARM INPUT/OUTPUT MATRIX
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FIRE ALARM SYMBOLS:

SYMBOL DESCRIPTION
FACP FIRE ALARM CONTROL PANEL (FACP)

VOICE VOICE CONTROL PANEL (VCP)
REMOTE ANNUNCIATOR (ANN)
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